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ABSTRACT 
A standardized method for mo- 
del'ing energy consumption in mixed 
clusters of residential and commer- 
cial buildings is described. The 
basic approach is t o  delineate ener- 
gy consumption along three dimen- 
sions: time, day-length, and temper- 
ature. The temperature-sensitive 
portion of energy consumption is 
captured by the Princeton Scorekeep- 
ing Method (PRISM). The time- and 
daylength-sensitive portions of 
energy consumption are captured by 
other variables. The models were 
designed t o  aid in determining the 
scope and performance of alternative 
financing activities on a U.S. Army 
base. 
INTRODUCTION 
This paper presents a relative- 
ly simple statistical process for 
modeling energy consumption in mixed 
clusters of residential and commer- 
cial buildings. Concrete examples 
are presented using models developed 
for U.S. Army facilities at Fort 
Sheridan. The models were developed 
under a Federal Energy Management 
Program (FEMP) project jointly 
sponsored by the U.S. Army and the 
U.S. Depart-ment of Energy. 
These simple statistical models 
can be used to delineate important 
sources of energy savings, simulate 
the impacts of potential conserva- 
tion measures, uncover potential 
baselining problem areas, and moni- 
tor and verify engineering-based 
predictions. The process used to 
derive the models is designed to be 
transferred easily t o  other loca- 
tions or situations. This generality 
will lead to the development o f  ge- 
neric decision process algorithms 
that could be incorporated into com- 
puterized artificial intelligence 
packages. 
1 Operated by Battelle Memorial 
Institute for the U.S. Department of 
Energy under Contract DE-AC06-76RLO 
1830. 
METHOD 
The basic approach of the mo- 
deling method is t o  delineate energy 
consumption along three dimensions: 
time, daylength, and temperature. In 
addition t o  an intercept term, the 
models use the following independent 
variables: a trend term; the length 
of the billing period, hrs; a day- 
length variable, h r ~ ; ~ a n d  heating o r  
cooling degree days, F-day, as ap- 
propriate. 
Time-sensi tive variables. The 
time-sensitive portions of energy 
c o n s u m ~ t i o n  are c a ~ t u r e d  bv the- 
trend term and the' length o f  the 
billing period. The purpose of the 
trend term is to determine whether 
energy consumption has unidirection- 
ally increased or decreased over the 
period being modeled. Unidirectional 
increases o r  decreases may be corre- 
lated with some factor that is ei- 
ther not known or not readily inclu- 
ded in the model. For example, chan- 
ges in population, the use of 
energy-consuming machinery, the 
amount of floor space, or the imple- 
mentation of energy conservation 
measures can cause long-term in- 
creases or decreases in energy con- 
sumption. The time trend variable 
can be constructed as a simple se- 
quence of whole numbers beginning 
with the number one. 
Knowing about such trends is 
particularly important t o  the esta- 
blishment o f  energy consumption 
baselines in shared energy savings 
contracts. Assume, for example, that 
the energy savings of a given con- 
servation project i s  calculated as 
the amount of energy consumed per 
year after the project was imple- 
mented minus the amount of energy 
consumed per year before the project 
was implemented. Assume also that 
long-run energy consumption has and 
continues t o  increase. Because of 
this long-term trend, the calculated 
savings are likely t o  be smaller 
than the savings actually attribu- 
table t o  the conservation measure. 
The contractor, therefore, is likely 
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t o  o b t a i n  l e s s  o f  a  r e t u r n  t h a n  i s  
due him. I f ,  on t h e  o t h e r  hand, 
l o n g - r u n  energy  consumpt ion  has and 
c o n t i n u e s  t o  dec rease ,  t h e  c o n t r a c -  
t o r  i s  l i k e l v  t o  o b t a i n  more t h a n  i s  
due him. 
The l e n g t h  o f  t h e  b i l l i n g  p e r -  
i o d  i s  used t o  d e l i n e a t e  t h e  p o r t i o n  
o f  t h e  l o a d  t h a t  t e n d s  t o  be a 
s t r i c t  f u n c t i o n  o f  t i m e .  O f t e n  t h i s  
v a r i a b l e  i s  e l i m i n a t e d  b y  a  no rma l -  
i z a t i o n  p r o c e s s  i n  wh ich  some o r  a l l  
o f  t h e  o t h e r  v a r i a b l e s  a r e  d i v i d e d  
b y  t h e  number o f  days i n  t h e  b i l l i n g  
p e r i o d .  We c u r r e n t l y  r e t a i n  t h e  
l e n g t h  o f  t h e  b i l l i n g  p e r i o d  as a  
s e p a r a t e  v a r i a b l e  because we e x p e c t  
t o  e v a l u a t e  t h e  impac ts  o f  more de- 
t a i l e d  p a r t i t i o n s  o f  t i m e  i n  f u t u r e  
models.  I n  some i n s t a n c e s ,  f o r  ex-  
ample, i t  may be a p p r o p r i a t e  t o  de- 
t e r m i n e  whe the r  t h e  amount o f  work 
t i m e ,  i . e . ,  t h e  number o f  weekdays, 
i s  c o r r e l a t e d  w i t h  ene rgy  consump- 
t i o n  d i f f e r e n t l y  t h a n  t h e  amount o f  
nonwork t i m e ,  i .e . ,  t h e  number o f  
weekends and h o l i d a y s ,  i n  a  b i l l i n g  
p e r i o d .  
D a v l e n a t h - s e n s i t i v e  v a r i a b l e .  
Energy consumpt ion  s e n s i t i v e  t o  day-  
l e n u t h  i s  c a p t u r e d  bv a  v a r i a b l e  
t h a i  t r a c k s  t h e  cycl ;cal  i n c r e a s e  
and dec rease  o f  n i g h t t i m e  hou rs  
d u r i n g  t h e  c o u r s e  o f  a  y e a r .  These 
d a y l e n g t h  changes o c c u r  a t  b o t h  t h e  
b e g i n n i n g  and t h e  e n d i n g  o f  t h e  day 
- - s u n r i s e  and sunset--when humans 
a r e  g e n e r a l l y  a t  home and r e l a t i v e l y  
a c t i v e .  D a y l e n g t h  changes p r o b a b l y  
have t h e  g r e a t e s t  impac t  on ene rgy  
used f o r  l i g h t i n g .  O t h e r  impac ts ,  
however, may b e  t r a c e d  t o  b e h a v i o r a l  
changes t h a t  m i g h t  o c c u r  as i n d o o r  
a c t i v i t i e s  a r e  s u b s t i t u t e d  f o r  o u t -  
doo r  a c t i v i t i e s  and v i c e  versa.  F o r  
example,  t h e  use o f  equ ipment  such 
as r a d i o s ,  t e l e v i s i o n s ,  s t e r e o s ,  and 
t a p e  decks  m i g h t  change c y c l i c a l l y  
o v e r  t h e  y e a r .  The i n t e r n a l  g a i n s  
t h a t  m i g h t  accompany such b e h a v i o r s  
c o u l d  a f f e c t  h e a t i n g  o r  c o o l i n g  sys-  
tems as w e l l .  
The v a r i a b l e  used t o  t r a c k  
d a y l e n g t h  changes i n  t h i s  m o d e l i n g  
method i s  d e r i v e d  as 
CNH = TNH - (NHS N) ( 1  
where CNH i s  t h e  change i n  n i g h t t i m e  
h o u r s ,  i . e ,  t h e  hou rs  between sunse t  
and s u n r i s e ,  cumu la ted  o v e r  t h e  b i l -  
l i n g  p e r i o d ;  TNH i s  t h e  t o t a l  number 
o f  n i g h t t i m e  hou rs  i n  t h e  b i l l i n g  
p e r i o d ;  NHS i s  t h e  number o f  n i g h t -  
t i m e  hou rs  f o r  t h e  s h o r t e s t  n i g h t  o f  
t h e  y e a r ;  and N  i s  t h e  number o f  
days i n  t h e  b i l l i n g  p e r i o d .  T h i s  
v a r i a b l e  can be e s t i m a t e d  knowing 
o n l y  t h e  b e g i n n i n g  and e n d i n g  d a t e s  
o f  t h e  b i l l i n g  p e r i o d s  and t h e  l a t i -  
t u d e  o f  t h e  f a c i l i t y .  
T e m p e r a t u r e - s e n s i t i v e  v a r i -  
a b l e s .  The t e m p e r a t u r e - s e n s i t i v e  
p o r t i o n s  o f  ene rgy  consumpt ion  a r e  
t r a c k e d  by  h e a t i n g  o r  c o o l i n g  degree 
days.  H e a t i n g  deg ree  days a r e  u s u a l -  
l y  h i g h l y  c o r r e l a t e d  w i t h  space 
h e a t i n g  and o t h e r  l o a d s  s e n s i t i v e  t o  
c o o l e r  t e m p e r a t u r e s ,  and c o o l i n g  
deg ree  days  a r e  o f t e n  r e a s o n a b l y  
c o r r e l a t e d  w i t h  c o o l i n g  l o a d s  such 
as a i r  c o n d i t i o n i n g  and r e f r i g e r -  
a t i o n .  
The p r o c e d u r e  f o r  d e r i v i n g  t h e  
degree day v a r i a b l e s  i s  embodied i n  
t h e  P r i n c e t o n  Sco rekeep ing  Method 
(PRISM) (1).  A t  PRISM'S c o r e  i s  a  
wea the r  n o r m a l i z a t i o n  p r o c e d u r e  i n  
w h i c h  t h e  base t e m p e r a t u r e  used t o  
d e r i v e  h e a t i n g  o r  c o o l i n g  degree 
days i s  t r e a t e d  as a  v a r i a b l e  r a t h e r  
t h a n  as a  known c o n s t a n t  such as 
6 5  OF. The b a s i c  p r o c e s s  i s  t o  f i n d  
t h e  base t e m p e r a t u r e ( s )  f o r  wh i ch  
t h e  R-squared s t a t i s t i c  i s  max i -  
mized.  
Note  t h a t  no a t t e m p t  i s  made t o  
s e p a r a t e  t e m p e r a t u r e - i n d u c e d  i m p a c t s  
on space h e a t i n g  o r  a i r  c o n d i t i o n i n g  
f r o m  t e m p e r a t u r e - i n d u c e d  i m p a c t s  on 
o t h e r  t e m p e r a t u r e - s e n s i t i v e  l o a d s  
such as r e f r i g e r a t i o n  o r  w a t e r  h e a t -  
i n g  ( 2 ) .  A c t u a l l y  r e f r i g e r a t i o n  and 
w a t e r  h e a t i n g  l o a d s  a r e  l i k e l y  t o  be 
s e n s i t i v e  p r i m a r i l y  t o  t h e  amount o f  
t i m e  i n  a  b i l l i n g  p e r i o d  and o n l y  
p a r t i a l l y  s e n s i t i v e  t o  t e m p e r a t u r e .  
The m o d e l i n g  r o c e s s  o u t l i n e d  h e r e  
wou ld  s p l i t  tRe two components o f  
t h e s e  and s i m i l a r  l o a d s .  
Data  a v a i l a b i l i t ~ .  To summar- 
i z e ,  t h e  b a s i c  i ndependen t  v a r i a b l e s  
used i n  t h e  m o d e l i n g  p r o c e s s  i n c l u d e  
a  t i m e  t r e n d ,  t h e  l e n g t h s  o f  t h e  
b i l l i n g  p e r i o d s ,  changes i n  t h e  b i l -  
l i n g  p e r i o d s '  n i g h t l e n g t h  r e l a t i v e  
t o  a  summer minimum, and h e a t i n g  o r  
c o o l i n g  degree days w i t h  v a r i o u s  
base t e m p e r a t u r e s  as a p p r o p r i a t e .  
The dependent  v a r i a b l e  wou ld  be t h e  
amount o f  ene rgy  used p e r  b i l l i n g  
p e r i o d .  
The d a t a  r e q u i r e d  t o  d e r i v e  
t h e s e  v a r i a b l e s  a r e  r e a d i l y  a v a i -  
l a b l e  f o r  most  f e d e r a l  f a c i l i t i e s .  
M o n t h l y  b i l l s ,  f o r  example,  gene- 
r a l l y  c o n t a i n  t h e  amount o f  ene rgy  
used and t h e  d a t e  measured, as w e l l  
as t h e  c o s t  o f  t h e  energy .  The l a -  
t i t u d e  o f  a  f a c i l i t y  can e a s i l y  be 
o b t a i n e d  f r o m  maps. D a i l y  wea the r  
d a t a ,  i f  n o t  c o l l e c t e d  i m m e d i a t e l y  
o n s i t e ,  a r e  u s u a l l y  c o l l e c t e d  c l o s e  
enough t o  t h e  s i t e  t o  be h i g h l y  
c o r r e l a t e d  w i t h  s i t e - b a s e d  wea the r  
o b s e r v a t i o n s .  
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O t h e r  v a r i a b l e s  c o u l d  be con-  
s t r u c t e d  f r o m  d a t a  on v a r i a b l e s  such 
as t h e  number o f  m i l i t a r y  p e r s o n n e l ,  
t h e  number o f  dependents ,  t h e  number 
o f  c i v l l i a n  employees,  t h e  amount o f  
o u t p u t ,  and t h e  amount o f  f l o o r  
s  ace, and added t o  t h e  models.  
TLese da ta ,  however,  a r e  l e s s  gene r -  
a l l y  a v a i l a b l e  on a  p e r  b i l l i n g  
p e r i o d  b a s i s  t h a n  t h e  d a t a  r e q u i r e d  
t o  d e r i v e  t h e  c o r e  v a r i a b l e s .  I n  
t h i s  pape r  we f o c u s  p r i m a r i l y  on t h e  
g e n e r a l  v a r i a b l e s ,  and a l t h o u g h  l e s s  
3 e n e r a l  v a r i a b l e s  a r e  sometimes a l -  uded t o ,  none has y e t  been i n c o r -  
p o r a t e d  i n t o  t h e  sample models.  
SAMPLE MODELS 
The m o d e l i n g  method o u t l i n e d  
above was deve loped  w h i l e  i n v e s t i -  
g a t i n g  energy  consumpt ion  a t  F o r t  
She r idan .  F o r t  S h e r i d a n  i s  t h e  
h e a d q u a r t e r s  o f  t h e  F o u r t h  U . S .  
Army, U.S. Army Reserve,  and nu-  
merous o t h e r  U.S. Army a c t i v i t i e s .  
The base p e r s o n n e l  i n c l u d e  an ad- 
m i n i s t r a t i v e  s t a f f ,  o f f i c e r s ,  en- 
l i s t e d  p e r s o n n e l ,  m i l i t a r y  depen- 
d e n t s ,  and a s i g n i f i c a n t  number o f  
c i v i l i a n s .  The ave rage  p o p u l a t i o n  
d u r i n g  f i s c a l  y e a r  1987 t o t a l e d  
6.379. 
F o r t  S h e r i d a n  i s  l o c a t e d  ap- 
p r o x i m a t e l y  20 m i l e s  n o r t h  o f  C h i -  
cago,  I l l i n o i s ,  on t h e  sho re  o f  Lake 
M i c h i g a n .  F o r t  S h e r i d a n  was e s t a b -  
l i s h e d  as an Army base i n  1890. Be- 
tween 1890 and 1895, 64 b u i l d i n g s  
were  b u i l t .  These b u i l d i n g s  r a n g e  i n  
s i z e  f r o m  3,000 t o  27,000 square  
f e e t .  They a r e  g e n e r a l l y  two s t o r y  
b r i c k  b u i l d i n g s  w i t h  p i t c h e d  r o o f s .  
Ano the r  38 b u i l d i n g s  were c o n s t r u c -  
t e d  between 1890 and 1938. From 1939 
t o  1945 an e x t e n s i v e  b u i l d i n g  p r o -  
gram was implemented.  The r e s u l t i n g  
9 1  u n i t s  a r e  g e n e r a l l y  t w o - s t o r y  
f rame b u i l d i n g s  t h a t  range  f r o m  
1,000 t o  22,000 s q u a r e  f e e t .  A f t e r  
t h e  1940s, t w o - s t o r y  f rame m u l t i p l e -  
f a m i l y  h o u s i n g  u n i t s  were c o n s t r u c -  
t e d .  These a r e  g e n e r a l l y  1,000 t o  
7,000 squa re  f e e t .  
As o f  September 30, 1987, t h e r e  
were a p p r o x i m a t e l y  2,656,749 t o t a l  
squa re  f e e t  o f  b u i l d i n g  space a t  
F o r t  She r idan .  A p r o x i m a t e l y  472,266 
square  f e e t  a r e  g e i n g  hea ted  w i t h  
steam p roduced  a t  a  g a s - f i r e d  cen- 
t r a l  h e a t i n g  p l a n t .  A p p r o x i m a t e l y  
1,368,372 squa re  f e e t  a r e  b e i n g  
h e a t e d  w i t h  i n d i v i d u a l  g a s - f i r e d  
u n i t s .  The r e m a i n i n g  816,111 squa re  
f e e t  a r e  h e a t e d  p r i m a r i l y  w i t h  f u e l  
o i l .  A p p r o x i m a t e l y  822,092 squa re  
f e e t  a r e  a i r  c o n d i t i o n e d .  
Three s e p a r a t e  models were de- 
veloped. t o  a n a l y z e  energy  consump- 
t i o n  a t  F o r t  She r idan - -one  f o r  e l e c -  
t r i c i t y  and two f o r  gas. The number 
o f  mode ls  i s  l i m i t e d  by  t h e  number 
o f  m e t e r s  f r o m  w h i c h  ene rgy  consump- 
t i o n  d a t a  a r e  a v a i l a b l e .  The models 
a r e  f o r :  t o t a l  on-base e l e c t r i c i t y  
consumpt ion ,  mwh; c e n t r a l  h e a t i n g  
p l a n t  gas consumpt ion ,  therms; and 
o t h e r  gas consumpt ion ,  therms.  
The models  a r e  t h e  r e s u l t  o f  
o r d i n a r y  l e a s t - s q u a r e s  r e g r e s s i o n s  
c a l c u l a t e d  i n  a  LOTUS sp readshee t .  
The d a t a  upon w h i c h  t h e  models a r e  
based e x t e n d  f r o m  t h e  b e g i n n i n g  o f  
f i s c a l  y e a r  1985 t h r o u g h  f i s c a l  y e a r  
1987. The models  a r e  p r e s e n t e d  i n  
T a b l e  1. F i g u r e s  1  t h r o u g h  3  show 
how t h e  v a l u e s  o f  ene rgy  consumpt ion  
p r e d i c t e d  by  t h e  models  compare w i t h  
t h e  a c t u a l  amount o f  ene rgy  consumed 
o v e r  t h e  3 - y e a r  p e r i o d .  
E l e c t r i c l t v  consumot ion  model .  
The p a r a m e t e r  e s t i m a t e s  f o r  a l l  o f  
t h e  i n d e p e n d e n t  v a r i a b l e s  ( e x c e p t  
t h e  i n t e r c e p t )  i n  t h e  e l e c t r i c i t y  
consumpt ion  model a r e  s t a t i s t i c a l l y  
s i g n i f i c a n t  a t  t h e  5% o r  g r e a t e r  
l e v e l .  T h i s  i n d i c a t e s  t h a t  t h e  use 
o f  e l e c t r i c i t y  i n c r e a s e s  when t h e  
t o t a l  number o f  h o u r s  i n c r e a s e s ,  t h e  
number o f  n i g h t t i m e  h o u r s  i n c r e a s e s ,  
t h e  number o f  h e a t i n g  d e g r e e  days  
i n c r e a s e s ,  and t h e  number o f  c o o l i n g  
deg ree  days  i n c r e a s e s .  The model a l -  
so  i n d i c a t e s  t h a t  t h e  use o f  e l e c -  
t r i c i t y  has g e n e r a l l y  i n c r e a s e d  
d u r i n g  t h e  p a s t  3 - y e a r s .  
A  number o f  i n t e r p r e t a t i o n s  a r e  
p o s s i b l e .  F i r s t ,  t h e  amount o f  e l e c -  
t r i c i t y  used g e n e r a l l y ,  e.g:, f o r  
l i g h t s ,  m o t o r s ,  compu te rs ,  i s  
g r e a t e r  d u r i n g  l o n g  b i l l i n g  p e r i o d s  
t h a n  d u r i n g  s h o r t  b i l l i n g  p e r i o d s .  
Second, more e l e c t r i c i t y  ap- 
p e a r s  t o  be used when n i g h t s  a r e  r e -  
l a t i v e l y  l o n g  t h a n  when n i g h t s  a r e  
r e l a t i v e l y  s h o r t ,  p r o b a b l y  b y  l i g h t -  
i n g  equ ipmen t ,  and p o s s i b l y  by  i n -  
d o o r  r e c r e a t i o n a l  equ ipment  such as 
t e l e v i s i o n s  and s t e r e o s .  
T h i r d ,  g r e a t e r  use o f  e l e c t r i c  
space h e a t e r s ,  e l e c t r i c  b l a n k e t s ,  o r  
e l e c t r i c  a u t o m o b i l e  w a t e r  h e a t e r s ,  
may be c a u s i n g  an i n c r e a s e  i n  e l e c -  
t r i c i t y  use d u r i n g  c o l d  wea the r .  
F o u r t h ,  g r e a t e r  use o f  a i r  con-  
d i t i o n e r s  and e l e c t r i c  f a n s ,  o r  
l a r g e r  r e f r i g e r a t o r  l o a d s  may be 
c a u s i n g  an i n c r e a s e  i n  e l e c t r i c i t y  
use d u r i n g  h o t  wea the r .  
F i f t h ,  some f a c t o r  o r  g roup o f  
f a c t o r s  i s  r e l a t e d  t o  e l e c t r i c i t y  
i n c r e a s e s  o v e r  t h e  e n t i r e  3 - y e a r  
p e r i o d .  P o s s i b i l i t i e s  i n c l u d e  on- 
base p o p u l a t i o n  o r  work f o r c e  i n -  
c r e a s e s ,  g r e a t e r  use  o f  p e r s o n a l  
compu te rs  and o t h e r  w o r k p l a c e  t o o l s ,  
o r  a d d i t i o n s  t o  t h e  amount o f  f l o o r  
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Independent Variables and 
Miscellaneous Statistics 
Independent Variables 
Intercept 
Time Trend 
Total Hours in 
Billing Period 
Nighttime Hours 
in Billing Period 
Heatjng Degree 
Days 
Cool jng Degree 
Days 
Parameter ~stimates' for Models with the 
Followinq Dependent Variables: 
Gas at Central 
Electricity Heating Plant Other Gas 
(mwh) (therms) (therms) 
Miscellaneous Statistics 
Number of Observations 3 6 3 4 3 5 
Degrees of Freedom 3 0  3 1 3 1 
Standard Error of Y Est 75.54 29670.33 19255.47 
R-Squared 0.8934 0.8975 0.9468 
1 Standard errors in parentheses. 
2 Heating degree day bases were derived using the PRISM method and are as 
follows: for electricity - base 63; for gas at the central heating plant 
- base 75; for other gas - base 60. 
3 The cooling degree day base is 57 and was derived using the PRISM method. 
Table 1. Models of energy consumption at Fort Sheridan. 
space in general o r  t o  the amount of 
floor space heated or cooled. 
Gas consumption models. Two gas 
consumption models are presented-- 
one for gas used at the central 
heating plant and another for other 
gas. Gas is not used for cooling at 
Fort Sheridan, so the cooling degree 
day variable was not included as an 
independent variable in either mo- 
del. Gas consumed at the central 
heating plant is used primarily t o  
generate steam for space heating, 
and, as one would expect, gas con- 
sumption at the central heating 
plant is primarily correlated with 
the number of heating degree days. 
The only other statistically signi- 
ficant variable (at the 5% o r  great- 
er level) is the time trend, which 
indicates that gas use has generally 
declined over the period. 
A number of reasons might ac- 
count for this decline. Some build- 
ings heated b the central heating 
plant at the ieginning of the model- 
ing period might now be heated by 
individual gas units. O r  various 
conservation measures may have been 
implemented. O r  increased electri- 
city consumption in the buildings 
may have generated enough internal 
gains t o  reduce the need for gas- 
fired space heating. 
The length of the billing per- 
iod is not statistically significant 
at the 5% level and, therefore, pro- 
bably has no direct impact on gas 
consumption at the central heating 
plant. The length of the billing 
period does, however, have an indi- 
rect impact on gas consumption 
through the heating degree days 
variable.. 
Other gas is used primarily for 
space heating,-water heating, and 
cooking. This usage is reflected in 
the statistical significance of the 
parameter estimates in the other gas 
model. Other gas, like central heat- 
ing plant gas, for example, is posi- 
tively correlated with the number of 
heating degree days. The space heat- 
ing component of gas consumption as 
well as the temperature-sensitive 
portions of gas water heating and 
cooking are probably being picked up 
by this variable. Other gas, unlike 
central heating plant gas, is also 
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Proceedings of the Fifth Symposium on Improving Building Systems in Hot and Humid Climates, Houston, TX, September 12-14, 1988 
correlated with the length-of the 
billin period. This correlation 
probab 3 y reflects the fact that a 
certain amount of cooking or water 
heating is done each day, no matter 
what the temperature is. 
None of the other independent 
variables in the other gas model is 
statistically significant at the 5% 
level. There does not, for example, 
appear to be a hint of any long-term 
trend. The nightlength variable, on 
the other hand, is very close to 
statistical significance and, even 
more interestingly, indicates a ne- 
gative correlation between long 
nights and gas consumption. This 
correlation might be the result of 
internal gains associated with 
greater indoor activity during the 
winter season. 
MOD E L  USES 
These simple statistical models 
are useful energy management tools. 
They can be used to delineate impor- 
tant sources of energy savings, si- 
mulate the impacts of potential con- 
servation measures, uncover poten- 
tial baselining problem areas, and 
monitor and verify engineering-based 
predictions. In this section, how- 
ever, we focus primarily on how the 
models can be used to delineate im- 
portant sources of energy savings. 
Figures 4 through 6 show how 
the models can be used to decompose 
energy consumption into separate 
"end uses" over the modeling period. 
Such decomposition graphs are useful 
in indicating what types of loads 
might be targeted for conservation 
measures. 
For example, Figure 4, depic- 
ting the decomposition of electri- 
city, indicates that electric 
heating and cooling loads make up 
relatively small portions of the 
total load. Most of the electric 
load Is relatively "fixed" or "base" 
load, and probably reflects fairly 
consistent day-to-day lighting and 
receptacle loads. This indicates 
that an evaluation of electricity 
conservation measures might be 
directed at reducing these loads. 
The increasing trend in elec- 
tricity usage has some implications 
for establishing a baseline of elec- 
tricity consumption at Fort Sheri- 
dan. Additional variables might be 
introduced into the model, if month- 
1 data on the factors underlying 
tie trend could be obtained 
In the current model t;e trend 
is assumed to be associated with the 
base load. Thus, before additional 
data are collected, it would be wise 
Fig. 1 Electricity consumption 
Fig. 2 Gas consumption at the 
central heating plant 
Fig. 3 Other gas consumption 
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0 see if the trend might be direct- 
y attributable to an increase in 
he amount of floor space electri- 
ally heated or air conditioned. 
his hypothesis would be supported 
f it could be shown that the para- 
~ e t e r  estimate on the heating or 
ooling degree day variable had in- 
rementally increased during the 
ieriod. In any event, the parameter 
bstimate on the trend term serves as 
I flag for further potential model- 
ng efforts. 
Figures 5 and 6 show how the 
las models can be used to decompose 
las consumption into end-use loads. 
rhese graphs indicate that space 
beating is a relatively large load 
ind, therefore, might yield substan- 
tial energy savings. 
Information about the relative 
~r absolute sizes of end-use loads 
is not enough, however, to make a 
final decision about the best energy 
~ o n s e r v a t i o n  investments. Measures 
~f how efficiently energy is being 
~ s e d  for various purposes is needed 
to improve potential conservation 
investment decisions. Fortunately, 
such measures can be obtained from 
the models if the end-use loads can 
Je normalized as discussed below. 
Dividing the amount of energy 
used for space heating or cooling by 
the appropriate number of square 
feet yields measures of operating 
efficiency that are more comparable. 
Even more comparable measures of ef- 
ficiency can be obtained by norma- 
lizing for climate and intensity of 
use as well. 
For example, the gas models 
developed for Fort Sheridan indicate 
that the centra4 heating plant uses 
about 35 Btulft -degree day, while 
the individual gas heaters use only 
about 14 Btu/ft -degree day. Obvi- 
ously, some savings are possible. 
Measures from similar models of 
energy consumption at other Army 
facilities also could be generated 
and compared. The delineation of 
such sources would be the first step 
in determining which energy conser- 
vation projects are likely to yield 
the greatest returns at U.S. Army 
facilities. 
CONCLUSIONS 
A standardized method of model- 
ing energy consumption has been pre- 
sented in this paper. The method de- 
lineates energy consumption along 
three dimensions--time, daylength, 
and temperature. The results of the 
modeling method can be used t o  deli- 
neate important sources of energy 
savings, simulate the impacts of po- 
tential conservation measures, unco- 
Fig. 4 Decomposition of electricity 
consumption 
an .WCOUrnW w n- 
Fig. 5 Decomposition of central 
heating plant gas consump- 
tion 
Sm 4 m 
an wcau w n,, 
Fig. 6 Decomposition of other gas 
consumption 
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v e r  p o t e n t i a l  b a s e l i n i n g  p rob lem 
areas,  and m o n i t o r  and v e r i f y  e n g i -  
nee r ing -based  r e d i c t i o n s .  Add i -  
t i o n a l  researcR i n  v a r i o u s  energy 
consumpt ion env i ronmen ts  w i l l  be r e -  
q u i  r e d ,  however, b e f o r e  t h e  mode l i ng  
method can be p r o p e r l y  e v a l u a t e d .  
The a u t h o r s  would  l i k e  t o  thank  
t h e  anonymous r e f e r e e s  who rev iewed  
a p r e l i m i n a r  d r a f t  o f  t h i s  paper  
f o r  t h e i r  heyp and gu idance.  We, o f  
cou rse ,  t a k e  f u l l  r e s p o n s i b i l i t y  f o r  
any r e m a i n i n g  e r r o r s .  
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